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SAMPLE CONNECTION DIAGRAN
SINGLE PHASE ARCO ELECTRIC PRODUCTS
BREAKER PANEL SHELBYVILLE. IN 4L17L
ROTO-PHASE MUST BE FED BY 317/3198-9713
1 2 A CIRCUIT BREAKER OR
O _© FUSED DISCONNECT SWITCH
ON AND A MAGNETIC STARTER
WITH OVERLOAD PROTECTION
(Ref. NEC Article 455.7 & 455.8)
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EACH 3 PH MACHINE WILL g A
T3 (Manufactured Phase) BE PROTECTED BY A =
/ CIRCUIT BREAKER RATED OFF
FOR EACH MACHINE.
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Roto-Phase g b \LL
Disconnect —> 3 | =
Switch “T°1 TO 3PH MACHINE TO 3PH MACHINE
Furnished by End-User CONNECT THE TWO SUPPLY @
unless ordered as a part LINES FROM THE 1 PH SERVICE
of the converter package TO THE "OPEN" SIDE OF THE @ IE'
TERMINAL BLOCK ON T1 & T2
Roto-Phase | 1 @l E
Magnetic —>
ejflele
Terminal Block, when furnished in THREE PHASE
Tl O Ta O T3 {— Roto-Phase control panel, is drawn DISTRIBUTION
out of scale for reference only. BREAKER PANEL
NOTE:
,— e ” e ” e 1. **xNOTICEx¥* DO NOT USE T3 FOR ANY SINGLE PHASE LOADS!
L) 1 1
| FACTORY CONNECTIONS 2. ALWAYS USE CORRECT SIZE PROTECTION ON ALL LOADS
INSIDE ROTO-PHASE
‘ CONTROL PANEL 3. ;Lgaviozgku ON ROTO-PHASE BEFORE TRYING TO START ANY
r
I;' 4. FOLLOW ALL LOCAL. CITY. AND NATIONAL ELECTRIC CODES
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